
PENETRATION THROUGH CELCRETE  WALL

CLADDINGS FOR METER BOXES - 20mm CAVITY

When installing window tape

apply pressure

along entire surface for a good

bond to wall and Meter box

surfaces.
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COMMENT:

Where possible, meter-boxes

should be located in sheltered

areas of the building, such as

a porch, or be installed behind

a weatherproof glazed panel.

Care must be taken to ensure

that when using low

expandable PU foam  excess

foam is cut off.   A moisture

compatible flexible sealant is

to be spread over the exposed

foam edge .
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Celcrete 50mm panel
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low expandable foam backing

6mm PVC reveal bead flashing

adhered to face of meter box

and plastered in
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flexible flashing tape adhered to

wall underlay
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building underlay

flexible flashing tape

installed around opening

Detail tape may need to be

used around the corners of the

meterbox

to ensure weathertightness.

STANDARD METER BOX  ASSEMBLY

6mm PVC reveal bead flashing adhered to

face of meter box and plastered in

airseal over PEF rod

airseal over PEF rod

flexible flashing tape dressed

over building underlay and onto

meterbox


